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NOTES: 1 — ALL PIPING TO BE D.I CLASS 350.
ALL FITTINGS TO BE FLANGED.
2 — ALL METER BOXES TO BE STRUCTURALLY
DESIGNED FOR HS 20 LOADING,
24" RING & LID TO BE HS 20 LOADING
3 — NO GRADE RINGS WILL BE ALLOWED TO
ADJUST ELEVATION LID SHALL NOT BE THE LOW POINT
IN LANDSCAPING
4 — GRAVEL FLOOR SHALL BE A MIN.
OF 18" THICK
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3" BRASS METER STRAINER WITH
V SHAPED SCREEN SM-951-R1
@:mmzmcm: METER (3" COMPOUND TURBINE AND PISTION
CHAMBER BRONZE 75B—79B ECR—WP
ELECTRONIC REGISTER
wo_ TEE, 2" BRASS BALL VALVE, CLOSE NIPPLE & CAP
®

@ﬁ. RESILIENT WEDGE GATE WITH 2" OPERATING NUT

SCREW JACK PIPE SUPPORT
(SEE STANDARD DETAIL FIG. 11) 3 REQUIRED
@\_.._ DUCTILE IRON SOLID SLEEVE

(4" FLG sPOOLS
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(94" FLG X FLG TEES
@03” x 4” FLG. REDUCERS

@moz;o FLANGE COUPLING ADAPTER FCAS5O01
4” FLANGE ADAPTER WITH 4” X 10" (MIN)
SPOOL BY PLAIN

NOTE: NO SPRINKLER CONNECTION OR BACK
FLOW DEVICES WILL BE ALLOWED IN METER BOX.




